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On the heat pump system, Vapor injection (VI) compression cycle’s superiority over non-injection cycle has been 
well known. VI system produces the high heating capacity, and its power consumption is less than the non-injection 
system. Furthermore, the system design of the vapor compression cycle also minimizes the compressor size.  
The investigation of VI cycle’s influence on the air-to-water heat pump (AWHP) system is presented. At 35? water 
temperature, VI AWHP improves 20% heating capacity and 10% COP compared to the conventional AWHP. At 
60? water temperature, VI AWHP improves 48% heating capacity and 12% COP compared to the conventional 
AWHP. Experimental results are compared at the same compressor displacement volume. 
????????????????
Highly efficient heat pump has a great chance of replacing the residential gas or oil boiler system under the CO2
reduction regulation. Certainly, the highly efficient heat pump requires improving the compressor efficiency since 
the compressor consumes the most system power.  
At low ambient temperatures, the inverter-driven heat pump can provide the additional heating capacity by 
increasing the refrigerant flow rate. Generally, the compressor maximum operating frequency causes a large 
discrepancy between the heating thermal load and the system capacity at cold climate conditions. The cold climate 
condition significantly reduces the system heating capacity at the maximum operating frequency of the inverter 
compressor due to low evaporating temperature. In this low outdoor temperature, increasing compressor frequency 
raises the compression ratio at the practical condition due to a suction pressure reduction and a high discharge 
pressure. The increased compression ratio and the high discharge temperature degrade the oil and the refrigerant, 
leading the mechanical failure of the compressor elements. 
At the cold climate condition, the heat pump system can achieve the high heating capacity by maintaining the proper 
compression ratio at the high compressor frequency. At the low ambient temperature, the 2 stage vapor compression 
cycle maintains the proper compression ratio even at the high compressor frequency. The current research 
investigates AWHP performance applying the vapor injection cycle. Also, the controlling method of vapor injection 
cycle component is presented. 
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VI system consists of six main components - evaporator, condenser, 2 stage rotary compressor, phase separator, two 
expansion devices (EEV1, EEV2) and an injection valve (EEV3). The phase separator receives partially-expanded 
fluid diverted from the first expansion device and injects it into the 2 stage compressor at an intermediate pressure.   
As a result, VI system increases the heating capacity because of an added refrigerant from an injection line. 
Simultaneously, the reduced inlet quality of the evaporator increases the evaporator capacity. The net effect 
increases the system capacity and reduces the refrigerant flow rate from the evaporator to the compressor suction. 
Increased capacity also allows system to minimize the compressor size. A brief description of VI cycle configuration 
is presented here.  
Figure 1 shows that the experimental setup was designed to test VI performance. The test setup consists of a 
compressor and an injection loop. The experimental setup is installed within the test chamber, which controls the 
temperature and the humidity level. The compressor and injection loop includes a 2 stage compressor, an evaporator, 
two expansion valves, an injection value and a phase separator. The capacity and power input was measured at a 
specified test condition according to EN14511. The refrigerant leaving the phase separator is divided into two lines: 
one is the main line entering the second expansion device and the other is the injection line entering to connection 
pipe of a 2 stage compressor.  
Figure 1 System layout and test apparatus 
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Figure 2 2 stage compressor 
Figure 2 shows the schematic of the 2 stage compressor with connection pipe. The compressor is an inverter-driven 
rotary compressor with a displacement volume of 42.5 cm3 and built in the volume ratio of 0.63. The vaporized gas 
is drawn into the accumulator and the suction pipe. The vaporized gas is compressed in the lower cylinder, and then 
flows into the cycle one by one such as the suction plenum, the connection pipe, and the upper cylinder. The 
compressor shell is filled with the high-pressure discharge gas, exposed to the discharge port. The compressor is 
newly developed for a commercial product by precisely machining core components.  
A computer data acquisition system monitors temperature, pressure, mass flow rate, and power input in the test loop. 
The refrigerant flow rate passing though the injection loop is measured by a Coriolis type mass flow meter with an 
estimated accuracy of ±0.2%. The compressor power input is monitored by a digital power meter with an 
uncertainty of ±0.1%. The pressure transducer calibrated with a standard dead weight tester measures the 
compressor suction and the discharge pressure. The estimated accuracy of the pressure measurement is ±0.13% of 
full scale (4.5 MPa). All temperatures in the system are monitored using T-type thermocouples. The accuracy of the 
temperature measurements is estimated at ±0.2?. 
Based on the measured temperature, the pressure, the mass flow rate and the power input data; the following 
equations represent how to compute the heating capacity and the coefficients of performance (COP). 
Q =mw ?Cp? (Tw_in – Tw_out) (1) 
P =PPower +Pfans +Ppump (2) 
COP = Q / P (3) 
where Cp shows the average specific value calculated by the water temperature measurement. Table 1 summarizes 
the experimental parameter uncertainty. Refrigerant R410A is a working fluid and PVE is utilized as a lubricant. 








?0.2% of reading 
?0.1% of rated output 
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2 stage compressor performance test is carried out under ARI condition: the suction and the discharge absolute 
pressures of 0.995 and 3.381 MPa, the suction superheat of 11.1?, the subcooling of 8.3 ? and the ambient 
temperature of 35 ?. The compressor frequency is increased from 30 Hz to 90 Hz by 30 Hz. Test data were taken at 
steady state with a varied operating condition. 
?
Figure 3 shows the EER and the capacity as a function of the frequency, compared by the normal twin compressor 
of the non-injection condition. M-company provides the approval sheet of the general twin compressor. Since the 
capacity was measured at the constant subcooling and superheat, the enthalpy difference across the evaporator 
remained nearly constant. Therefore, the capacity represents the discharge mass flow rate at the non-injection 
condition.  
The capacity effects of 2-staged compression at low frequency are negligible but the EER increase by 7.1 % as 
compared to the twin compressor. The capacity at high frequency is increased by 3.8%, while the EER decreased by 
4.8 %. Thus, a 2 stage compressor consumes the less power at low frequency and maintains the high volumetric 
efficiency at high frequency. 
????????????????????????????
Figure 4 shows the effects of VI on heating capacity with EEV3 opening at low ambient temperature. Heating 
capacity is linearly increased with EEV3 opening and saturated on some enough opening. Generally, the optimum 
EEV opening depends on the outdoor temperature and the compressor frequency. The big difference between the 
condenser pressure and the suction pressure is caused by the higher frequency at lower outdoor temperature. The 
pressure difference between the condenser and the suction drives the injection refrigerant flow. The heating capacity 
increment increases the condenser mass flow rate. The larger pressure difference between the injection port in the 2 
stage compressor and the phase separator drives the rise of the condenser mass flow rate. Therefore, the EEV 
opening becomes larger because of the pressure difference rise.  
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Figure 4 Heating capacity increase by vapor injection with EEV openness 
Figure 5 and Figure 6 present the pressure variation respect to the non-injection condition as a function of the 
frequency. The pressure of phase separator is nearly constant with increasing frequency at a given non-injection 
condition. But the phase separator pressure with EEV3 opening drops to the equilibrium between the phase separator 
and the connection pipe. On the other hand, the connection pipe pressure with EEV3 opening slightly increases 
because the mechanical loss becomes smaller with the injection mass flow rate rise. 
  
The suction pressure is nearly constant regardless of the injection or the non-injection condition. The discharge 
pressure with the non-injection slightly increases, but the discharge pressure with the injection linearly increases by 
228kPa. As a result, heating capacity increase and the condenser mass flow rate rises. 
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Figure 6 Pressure variations with injection and non-injection 
Figure 7 Heating performance effects by vapor injection 
Figure 7 shows the capacity as a function of the frequency, normalized by the comparable capacity for the non-
injection condition. The normalized capacity represents the ratio of injection mass flow rate at the injection 
condition to that of the non-injection case. The normalized capacity of all injection condition rises with increasing 
the frequency because the mass flow rate increment in condenser becomes larger as compared to the non-injection 
condition. For the frequency of 80 Hz, the capacities with vapor injection increase by 7.5% as compared to the non-
injection case, while for the frequency of 95 Hz, the capacities increase by 20%. But the normalized power is 
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Figure 8 Heating capacities by vapor injection with water temperature and outdoor temperature 
?
Figure 9 Heating COPs by vapor injection with water temperature and outdoor temperature 
Generally, the injection effects on the heating capacity and COP depend on the operating frequency, the pressure 
difference between evaporator and condenser. The lower outdoor temperature and the higher water temperature and 
frequency, the higher injection effects on heating capacity and COP. The injection mass flow rate may vary respect 
to the water temperature and the outdoor temperature due to the pressure difference change in the compression 
pocket. All experimental results are tested according to EN14511 in order to investigate the injection effect. 
The experimental results of heating capacity obtained maintaining the outdoor temperature and the water 
temperature are compared to the non injection results. Figure 8 and Figure 9 presents the heating capacity as a 
function of the outdoor temperature and the water temperature. 20% heating capacity gain with 10% COP 
improvement at the 35? water temperature and 48% heating capacity improvement with 12% COP gain at the 60?
water temperature were found for vapor injection as compared to the non injection conditions. 
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To investigate the reasonable heating capacity and COP in AWHP, the injection performance study is carried out. 
The influence of the vapor injection on AWHP is presented with varying the compressor frequency, the injection 
pressure and the injection mass flow rate. It is observed that the vapor injection at the high frequency and the low 
ambient temperature shows the drastic improvement of heating capacity and COP. However, the power consumption 
rise by function of the compressor frequency shows nearly constant. 
The large injection pressure difference between the phase separator and the connection pipe drives the injection 
mass flow rate leading the power input increment. An optimum EEV opening of injection valve should be selected 
to provide appropriate system performance.  
?????????????
AWHP air-to-water heat pump (–) ??????????
Capa capacity (–) Comp compressor 
COP coefficient of performance (–) Cond condenser 
Cp specific heat at constant pressure (J/kgK) Evap evaporator 
EEV electronic expansion valve (–) In inlet 
DB dry bulb temperature (?) Out outlet 
H enthalpy (kJ/kg W water 
M mass-flow-rate (kg/s) 
T temperature (?) 
Q heat transfer rate (W) 
P work (W) 
W water (–) 
WB wet bulb temperature (?) 
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